
             

TRUE UNION VALVE 

INSTALLATION/ADJUSTMENT GUIDE 

 

Adjustment 

 

With the handle still in the closed or perpendicular position, tighten the 
Union Nut on the valve end marked Adjust while partially rotating the valve handle.  
There should be some resistance to turning, but not excessive, when valve is properly 
adjusted.  Also, each of the Union Nuts must apply adequate force on its End Connector to 
prevent shell leaks at the O -ring face seals on each end of the body.  Obviously, further 
tightening of the Union Nuts should stop shell leaks at these locations if the O -rings have 
properly seated in their grooves.  If unable to adjust the Nut by hand, a suitable strap-
wrench may be used.    

CAUTION:  Do not over-tighten.  Usually, ¼ turn or less adjustment is sufficient to restore 
the valve to sealing condition.                
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